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Background 
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How shall a reference smoke generation source for future 

smoke detector integration verification look like?   
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Summary 
 

• Siemens and Aviator smoke 

generators show good match in 

unventilated wooden aircraft cargo 

compartment mock-up 

• Different results for Siemens and 

Aviator Smoke Generator occur in a 

different environment (EN54 room) 

• Particle size distribution matches well 

between Siemens and Aviator Smoke 

Generator 

 
 

Next steps 

 

• Discussion on feasibility of a 

standardized smoke generator 

calibration approach 

• International agreement on reference  

• Investigations on in-flight changes of 

smoke generator application (cabin 

pressure, cargo door leakage, etc.) 

• Correlation to Smoke Detector 

responses 

  

 

Where did we stop last time? 
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Smoke detector response time 
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MIC reference 

MIREX reference  

Siemens Smoke Generator Program 5 in EN54 test environment  

sec 

Single optical 

Multi Sensor Technology 

t 50 100 

• Multisensor smoke detectors 

respond differently to artificial 

smoke  

 

• The Siemens smoke 

generator is generally 

useable to certify multisensor 

smoke detectors  

Smoke Generator test 
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Smouldering fire 

5 

Light 

obscuration 

t 

Open fire 

60s 

Light Obscuration 

Calibration target 

The transition point from 

smouldering to flaming should 

be used  

- with an agreed and justified 

scenario and margin –  

to estimate the smoke density 

reference.  

An objective selection  

of a „representative“ fire source is  

intrinsically not possible 

One possible way to the reference  



Conclusion 

Summary 
 

• Multisensor smoke detectors respond 

differently to artificial smoke 

depending on the signal processing 

algorithm 

• This might represent a challenge for 

certification testing 

• The Siemens smoke generator is 

generally useable to certify 

multisensor smoke detectors  
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Next steps 

 

• Comparative data gathering for 

aviator smoke generator 

 

• Validation of calibration methodology 

 

• Agreement on reference smoke 

amount and properties by  

expert consensus 

 

• Verification flight test (long term) 
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Thank you 


